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SPORTSPLEX DRILL

ONE-CALL SYSTEM.    

CONTRACTOR IS ADVISED TO CONTACT ALL NON-MEMBER UTILITIES AS  WELL AS THE    

ALL UTILITY COMPANIES ARE MEMBERS OF THE ALABAMA ONE-CALL SYSTEM; THEREFORE, THE    

CONTRACTOR IS ADVISED THAT THERE IS A SEVERE PENALTY FOR NOT MAKING THIS CALL. NOT    

THE CASE OF AN EMERGENCY).  THE ONE-CALL SYSTEM PHONE NUMBER IS 1-800-482-8998.  THE    

CENTER BEFORE EXCAVATING USING MECHANIZED EQUIPMENT OR EXPLOSIVES (EXCEPT IN    

TWO WORKING DAYS ADVANCE NOTIFICATION THROUGH THE ALABAMA ONE-CALL SYSTEM    

ALABAMA STATE LAW, THE UNDERGROUND FACILITIES DAMAGE PREVENTION ACT, REQUIRES11. 

PROVIDERS.

THE CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR COORDINATING ALL WORK  WITH UTILITY10.

RESULTING FROM THE WORK.      

CONTRACTOR SHALL BE RESPONSIBLE FOR THE PROPER DISPOSAL OF ANY EXCESS MATERIALS9. 

IN-KIND (UNLESS SPECIFICALLY NOTED ON THE PLANS).      

ALL LANDSCAPED AREAS AFFECTED BY CONSTRUCTION SHALL BE REPLACED  AND RESTORED8. 

TO PREVENT SETTLEMENT.     

ALL EXCAVATION BACKFILL SHALL BE COMPACTED TO MIN 95% STANDARD PROCTOR DENSITY7. 
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GRAVEL ROAD OR DRIVE 

EXISTING ASPHALT ROAD 
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EXISTING UNDERGROUND TELEPHONE 

EXISTING UNDERGROUND ELECTRIC 
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EXISTING GAS LINE
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PROPOSED WATER LINE

EXISTING S. S. FORCE MAIN  

PROPOSED S. S. FORCE MAIN

EXISTING SANITARY SEWER

PROPOSED SANITARY SEWER 

   

APPROXIMATE AND FOR GENERAL REFERENCE ONLY. 

THE WORK.  ROW, ROPERTY, AND/OR EASEMENT BOUNDARIES SHOWN ON PLANS ARE 

CONTRACTOR IS RESPONSIBLE FOR ALL EASEMENT OR ROW SURVEYS REQUIRED TO COMPLETE 6. 

AND PLAN WORK IN THESE AREAS ACCORDINGLY.    

CONTRACTOR SHALL BE SOLELY RESPONSIBLE FOR VERIFYING ALL LOCATIONS IN THE FIELD    

APPROXIMATE LOCATIONS OF OVERHEAD POWER LINES MAY OR MAY NOT BE SHOWN ON PLANS.5. 

LAID.  PRE-EXCAVATION ALONG CONDUIT ROUTES TO CHECK FOR CONFLICTS WILL BE REQUIRED.     

FINAL ROUTES, CONSTRUCTION GRADES OR DEPTHS OF CUT ARE FINALIZED AND CONDUIT IS    

CONTRACTOR SHALL LOCATE AND UNCOVER ALL POTENTIALLY CONFLICTING UTILITIES BEFORE4. 

CONSTRUCTION AND SATISFACTORY REPAIR OR REPLACEMENT OF DAMAGED FACILITIES.    

CONTRACTOR SHALL BE RESPONSIBLE FOR PROTECTION OF EXISTING UTILITIES DURING   

PROCESS, AND/OR OTHER UTILITY LINES SHALL REMAIN ACTIVE THROUGHOUT CONSTRUCTION.    

EXISTING UTILITIES, OBSTRUCTIONS, AND DRAINAGE STRUCTURES.  ALL EXISTING WATER, SEWER,    

ASSUMED ELEVATIONS.  CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING LOCATIONS OF    

UTILITIES ON PLANS AND PROFILES ARE SHOWN IN APPROXIMATE LOCATIONS  AND MAY BE AT3. 

REPLACING ANY SUCH  ITEMS DAMAGED DURING CONSTRUCTION.     

CONTRACTOR SHALL BE RESPONSIBLE  FOR ALL COSTS ASSOCIATED WITH REPAIRING AND/OR    

DEPTH OF ALL EXISTING UTILITIES, DRAINAGE  FACILITIES, AND OTHER OBSTRUCTIONS.    

BEFORE WORK COMMENCES TO VERIFY THE TYPE, LOCATION,  PROTECTION REQUIREMENTS,    

THE CONTRACTOR SHALL BE RESPONSIBLE FOR CONTACTING ALL APPROPRIATE  AGENCIES2. 

BE RESPONSIBLE FOR SAFETY, MEANS, OR METHODS OF THE CONTRACTOR.      

SAFETY SHALL BE THE SOLE RESPONSIBILITY OF THE CONTRACTOR.  THE ENGINEER SHALL NOT1. 

SEE DRAWING C-101
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ALL WORK TO BE PERFORMED WITHIN EXISTING ROW OR EASEMENT.5. 

FOR REVIEW AND APPROVAL. REFER TO SPECIFICATIONS FOR REQUIREMENTS.

PRIOR TO BEGINNING WORK, CONTRACTOR SHALL SUBMIT A PILOT BORE PLAN4.

NOT PERMITTED WITHOUT APPROVAL OF OWNER AND ENGINEER.

PIPE IS 108 FT. (WITH A SAFETY FACTOR OF 2.0). SMALLER BENDING RADII ARE

THE MINIMUM BENDING RADIUS (VERTICAL & HORIZONTAL) FOR 24" DR11 HDPE3.

ALL HDPE PIPING AND FITTINGS TO BE PROVIDED BY HUNTSVILLE WPC.2.

REPAIR OF DAMAGED UTILITIES. 

OF ANY CONFLICTS. CONTRACTOR IS RESPONSIBLE FOR PROTECTION AND ANY

BY THE CONTRACTOR PRIOR TO CONSTRUCTION. NOTIFY OWNER AND ENGINEER

ALL BURIED UTILITIES SHALL BE LOCATED, HORIZONTALLY AND VERTICALLY,1.
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ALL WORK TO BE PERFORMED WITHIN EXISTING ROW OR EASEMENT.5. 

FOR REVIEW AND APPROVAL. REFER TO SPECIFICATIONS FOR REQUIREMENTS.

PRIOR TO BEGINNING WORK, CONTRACTOR SHALL SUBMIT A PILOT BORE PLAN4.

NOT PERMITTED WITHOUT APPROVAL OF OWNER AND ENGINEER.

PIPE IS 108 FT. (WITH A SAFETY FACTOR OF 2.0). SMALLER BENDING RADII ARE

THE MINIMUM BENDING RADIUS (VERTICAL & HORIZONTAL) FOR 24" DR11 HDPE3.

ALL HDPE PIPING AND FITTINGS TO BE PROVIDED BY HUNTSVILLE WPC.2.

REPAIR OF DAMAGED UTILITIES. 

OF ANY CONFLICTS. CONTRACTOR IS RESPONSIBLE FOR PROTECTION AND ANY

BY THE CONTRACTOR PRIOR TO CONSTRUCTION. NOTIFY OWNER AND ENGINEER

ALL BURIED UTILITIES SHALL BE LOCATED, HORIZONTALLY AND VERTICALLY,1.
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LIMITS OF DIRECTIONAL DRILL

C-105

SEE DRAWING

DRILL DETAILS 

FOR DIRECTIONAL

FORCE MAIN

20" HDPE
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